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GENERAL CONSTRUCTION NOTES
12. THE GENERAL CONTRACTOR SHALL PROVIDE FIRE-RETARDANT TREATED 2X

BLOCKING IN THE STUD CAVITY AT ALL LOCATIONS REQUIRED TO PROVIDE
SOLID ANCHORAGE OF WALL SUPPORTED ITEMS INDICATED BY THE
DRAWINGS, INCLUDING BUT NOT LIMITED TO: GRAB BARS, SHELVING,
CABINETS, AND KITCHEN EQUIPMENT. CONTRACTOR'S OPTION TO PROVIDE
GALV. 16 GA BY THE DEPTH OF THE WALL METAL STUDS AS BLOCKING UNLESS
WOOD BLOCKING IS SPECIFICALLY CALLED FOR BY THE MANUFACTURER.

13. ALL WOOD BLOCKING, MISC. FRAMING, PANELS, ETC THAT ARE TO BE USED
SHALL BE FIRE-RETARDANT TREATED.

14. THE GENERAL CONTRACTOR SHALL CONTACT THE PROJECT ENGINEER FOR
INFORMATION CONCERNING ALL SIGNAGE WHICH SHALL BE PROVIDED BY THE
OWNER, AND SHALL MAKE PROVISIONS FOR INSTALLATION OF SUCH SIGNAGE,
INCLUDING VERIFICATION OF DIMENSIONS (ADEQUATE SPACE AT THE DESIRED
INSTALLATION LOCATION), AND SHALL BRING ANY CONFLICTS TO THE
ATTENTION OF THE PROJECT ENGINEER AND THE ARCHITECT.

15. THE GENERAL CONTRACTOR SHALL CONTACT THE PROJECT ENGINEER TO
VERIFY THE SIZES OF ALL EQUIPMENT OR FIXTURES TO BE INSTALLED  IN THE
BUILDING, AND SHALL MAKE SPECIAL PROVISIONS FOR INSTALLATION OF ANY
EQUIPMENT WHICH IS TOO LARGE TO FIT THROUGH A FINISHED OPENING.

16. ALL CONTRACTORS SHALL BE RESPONSIBLE TO PATCH AND REPAIR ALL
SURFACES WHERE EXISTING CONSTRUCTION IS REMOVED OR DISTURBED BY
WORK UNDER THEIR CONTRACT.

17. THE CONTRACTOR IN CONJUNCTION WITH HIS WORK SHALL BE RESPONSIBLE
TO PATCH AND REPAIR ALL EXISTING SUBSTRATES AND FINISHES INCLUDING
BUT NOT LIMITED TO EXISTING WALLS, FLOORS, BASES, WAINSCOTS, CEILINGS,
WINDOWS, WINDOW TRIM, WOOD WORK, DOORS, FRAMES, ETC. (UNLESS
INDICATED OTHERWISE) AND PREPARE AREAS AS REQUIRED FOR NEW
CONSTRUCTION FINISHES. WHERE WORK IS PERFORMED AND NO FINISH IS
SPECIFICALLY INDICATED THE  CONTRACTOR IS RESPONSIBLE TO
PATCH,REPAIR AND PAINT TO MATCH ALL EXISTING ADJACENT MATERIALS,
FINISH AND PAINT ALL WORK TO PROVIDE A COMPLETE, FINISHED,
WORKMANLIKE JOB, ALL SUBJECT TO THE APPROVAL OF THE ARCHITECT.

18. PATCH ALL EXISTING WALLS AND CEILINGS THAT ARE TO REMAIN (EXCEPT
WHERE NOTED) AS REQUIRED TO PROVIDE A SOUND BASE FOR NEW FINISHES
SUCH AS PAINT, ETC. ALL PATCHING TO MATCH EXISTING ADJACENT
SURROUNDING AREAS AND SURFACES.

19. IN ADDITION TO SPECIFIC REQUIREMENTS, THE GENERAL INTENT OF PAINTING
AND TRANSPARENT FINISHES IS AS FOLLOWS:    WHERE SURFACES ARE
INDICATED TO BE PAINTED OR TRANSPARENT FINISH APPLIED, ALL OPENINGS,
NEW AND EXISTING,INCLUDING WINDOWS, DOORS, FRAMES, TRIM, BASE, ETC.
SHALL BE FINISHED OR REFINISHED IN CONJUNCTION WITH SURROUNDING
WORK.  WHERE SURFACES ARE NOT INDICATED TO BE PAINTED OR
TRANSPARENT FINISH APPLIED IN THIS CONTRACT, ITEMS OF NEW WORK OR
REPAIR WORK ONLY SUCH AS WALLS, CEILING, DOORS, FLOORS, WINDOWS,
ETC. SHALL BE FINISHED TO MATCH EXISTING ADJACENT FINISHES, EXISTING
ADJACENT FINISH SHALL REMAIN.  SEE ROOM FINISH SCHEDULE AND DOOR
SCHEDULE FOR FINISHES.  THE CONTRACTOR SHALL VERIFY IN THE FIELD ALL
FINISHES WITH THE ARCHITECT PRIOR TO EXECUTION OF THE WORK.

20. ALL SUSPENDED ITEMS SUCH AS CEILINGS, DUCTS, PIPES, CONDUITS, ETC.,
SHALL BE SUSPENDED (ATTACHED) DIRECTLY TO STRUC AND SHALL NOT BE
ATTACHED OR ANCHORED TO EXISTING PLASTER, ACOUSTIC TILE, ETC.

21. ALL PENETRATIONS SUCH AS NEW OR EXISTING DUCTS, CONDUITS, PIPING,
ELECTRICAL OUTLETS, LIGHT SWITCHES, RECESSED DEVICES  OR  ITEMS,
HOLES, VOIDS, CRACKS, ETC. IN ALL EXISTING, MODIFIED AND NEW CORRIDOR
WALLS, SMOKE PARTITIONS, AND FLOOR SLABS SHALL BE SEALED TO
PREVENT PASSAGE OF ANY SMOKE, FLAME, GASES, ETC.. SEE PLUMBING
HVAC, FIRE PROTECTION, ELECTRICAL, ETC. DRAWINGS AND SPECIFICATIONS.

22. WHERE NEW CONSTRUCTION (I.E. DOORS, FRAMES,  CASEWORK, EQUIPMENT,
ETC.) IS INDICATED TO BE INSTALLED IN EXISTING CONSTRUCTION, THE
CONTRACTOR SHALL VERIFY ALL DIMENSIONS FOR PROPER FIT AND FOR
ACCESS INTO THE BUILDING PRIOR TO SHOP DRAWING SUBMITTAL, ORDERING
AND DELIVERING TO THE SITE.

* PLEASE NOTE THAT THE TERM PROJECT ENGINEER REFERS TO THE
CONTRACTING OFFICER'S TECHNICAL REPRESENTATIVE.

1. SPRINKLER DESIGN BASED ON FIRE PROTECTION DRAWINGS AND
SPECIFICATIONS AS SUBMITTED BY THE  M.E.P. ENGINEERS WILL BE SUBJECT
TO AN INDEPENDENT REVIEW BY A CERTIFIED REVIEWER. THE FIRE
PROTECTION CONTRACTOR IS RESPONSIBLE FOR MAKING ALL
ARRANGEMENTS FOR THIS INDEPENDENT REVIEW.

2. ALL WORK SHALL COMPLY WITH ALL APPLICABLE LOCAL, STATE OR, NATIONAL
CODES,RULES, ORDINANCES AND REGULATIONS INCLUDING THE AMERICAN
DISABILITIES ACT (ADA) AND THE AMERICAN NATIONAL STANDARDS INSTITUTE
(ANSI) GUIDELINES.

3. IT IS INTENDED THAT THE DOCUMENTS INDICATE A NEW FINISH (I.E. PAINT,
ACOUSTIC CEILING, FLOOR TILE, ETC.) ON ALL EXPOSED SURFACES OF THE
BUILDING.  WHERE A SPECIFIC FINISH IS NOT INDICATED AT ANY GIVEN
LOCATION THE CONTRACTOR SHALL PROVIDE THE FINISH INDICATED FOR
OTHER SIMILAR SURFACES.

4. THE PROJECT ENGINEER SHALL PROVIDE TEMPORARY ACESS TO SERVICES
REQUIRED TO FACILITATE THE WORK INDICATED, INCLUDING BUT NOT LIMITED
TO THE FOLLOWING: POWER, LIGHTING, HEAT, AND WATER.

5. IT IS THE RESPONSIBILITY OF THE GENERAL CONTRACTOR TO NOTIFY THE
PROJECT ENGINEER OF ANY WORK WHICH MIGHT REQUIRE INTERRUPTION OF
UTILITY SERVICES,CAUSE NOISE, OR CREATE VIBRATION. PRIOR TO THE
COMMENCEMENT OF THIS WORK,THE CONTRACTOR'S WORK AND SCHEDULE
SHALL BE APPROVED AND COORDINATED BEFORE HAND WITH THE PROJECT
ENGINEER AND/OR ARCHITECT. SEE GENERAL CONDITIONS FOR FURTHER
DETAIL.

6. THE GENERAL CONTRACTOR SHALL COMPLY WITH ALL APPLICABLE
PROVISIONS OF THE SPECIFICATIONS, INCLUDING ALL GENERAL CONDITIONS,
SUPPLEMENTARY GENERAL CONDITIONS, AND MATERIAL AND CONSTRUCTION
PROVISIONS, WHICH APPLY TO MATERIALS OR CONSTRUCTION METHODS
REQUIRED BY THIS PROJECT.

7. PRIOR TO BIDDING, THE GENERAL CONTRACTOR SHALL VISIT SITE, EXAMINE,
AND ACCEPT ALL EXISTING CONDITIONS. DATES FOR SITE VISITS WILL BE
POSTED IN THE SPECIFICATIONS. UNSCHEDULED VISITS WILL NOT BE
ALLOWED.

8. DO NOT PAINT ANY CAULKING OR SEALANTS WHICH ARE SUBJECT TO
MOVEMENT - CONTROL JOINTS SHALL BE CAULKED AFTER PAINT AND SPECIAL
COATING APPLICATIONS.  PROVIDE CAULKING OR SEALANTS IN COLORS WHICH
MATCH ADJACENT FINISHED SURFACE COLORS.

9. VERIFY ALL CONDITIONS AND DIMENSIONS IN THE FIELD BEFORE FABRICATING
ANY MATERIALS.

10. ALL EXISTING CONSTRUCTION TO REMAIN THAT ARE DAMAGED OR DISTURBED
DURING CONSTRUCTION SHALL BE PATCHED OR RESTORED AS REQUIRED TO
MATCH EXISTING ADJACENT CONSTRUCTION UNLESS OTHERWISE INDICATED.
CONTRACTOR TO PATCH AND REPAIR EXISTING CONSTRUCTION REMOVED OR
DISTURBED BY WORK UNDER THEIR CONTRACT TO MATCH EXISTING ADJACENT
UNLESS OTHERWISE NOTED.

11. IT IS THE INTENT OF THE DOCUMENTS TO INDICATE COMPLETE AND
OPERATIONAL SYSTEMS (I.E. STRUCTURAL, HVAC, PLUMBING, ELECTRICAL AND
ETC.)  THE CONTRACTOR SHALL PROVIDE THE SYSTEMS AS OPERATIONAL
SYSTEMS WHICH COMPLY WITH APPLICABLE CODES AND REGULATIONS.  THIS
NOTE SHALL BE LIMITED TO THE SYSTEMS AS INDICTED BY THE DOCUMENTS
AND SHALL NOT INCLUDE CHANGES TO THE SYSTEMS WHICH ALTER INDICATED
CAPACITIES, OPERATIONAL CHARACTERISTICS, ETC.
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Revisions Date

N Scale:  1/4" = 1'-0"

New Work Plan - Basement

GENERAL NOTES

A. All dimensions are taken to face of gypsum wallboard or unit masonry.

B. Edge of all door jambs at hinge side not otherwise indicated are to be
6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.

DRAWING NOTES

1 Remove existing door and frame.

2 New custom Hollow Metal Door and Frame to match existing opening
size.  See details this sheet.  Frame type 1, door type F, head detail H1,
Jamb detail J1, and sill detail S1.  Hardware set 01.

3 Concrete filled steel bollard.

4 6" o.d. steel bollard.

5 New concrete footing.

6 Existing concrete wall to remain.

7 Sealant both sides of frame.  Provide backer rod at all exterior locations.

8 Grout frames full.

9 Hollow metal frame.

10 New door sill.

11 Existing concrete slab to remain.

12 New domed drain cover.

13 Slope to drain at a max slope of 25%

14 Clean compacted gravel subgrade.

15 Compacted subgrade.

16 #4 rebar @ 12" O.C. horizontally & vertically.

17 Chamfer corner @ all edges.

18 Field verify & locate new generator & transformer as close to existing as
possible while maintaining existing until construction is complete.

19 Re-grade sloping away from concrete pad to drain at Max. slope of 25%.

20 Techny Mission Arborvitae, spaced 4' O.C. min. Provide plantings with
16" to 18" root balls in diameter.

21 This edge shall be at current grade.

22 Concrete filled steel bollard.  See Detail 1/A301.  See Electrical
Drawings.

23 4" thick concrete slab over clean compacted gravel sub-grade.

24 Existing sidewalk to remain.

N Scale:  1/4" = 1'-0"

Demolition Plan - Basement

N Scale:  1" = 30'-0"

Key Plan

Scale:  3/4" = 1'-0"1
Bollard Detail

Scale:  1 1/2" = 1'-0"

DOOR DETAILS

N Scale:  1" = 20'-0"

Site Plan

Scale:  1 1/2" = 1'-0"2
Generator Slab and Transformer Slab Detail

Scale:  1/4" = 1'-0"3
Enlarged Site Plan
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NOTE:  ALL SYMBOLS AND ABBREVIATIONS ARE SUBJECT

  TO MODIFICATIONS ON OTHER DRAWINGS.

ALL SYMBOLS OR ABBREVIATIONS MIGHT NOT

NECESSARILY BE USED ON THIS PROJECT.

ABBREVIATIONS
FIRE ALARM SYMBOLS

GENERAL FLOOR PLAN NOTES

ELECTRICAL SYMBOLS

LUMINAIRE SYMBOLS


18E001 SYMBOLS

18E501 DETAILS

18E601 PARTIAL PRIMARY ELECTRIC SINGLE LINE

18E602 PARTIAL BUILDING SECONDARY ELECTRIC SINGLE LINE

18ES101 ELECTRICAL SITE PLAN - REMOVALS & NEW WORK

18ED101 BASEMENT FLOOR PLAN - REMOVALS

18EP101 BASEMENT FLOOR PLAN - NEW WORK

18EL101 FIRST AND SECOND FLOOR PLANS - LIGHTING & POWER

ELECTRICAL SYMBOLS - DIAGRAM

G

METER

ELECTRICAL SYMBOLS - POWER PLAN

VFD

WH

W

V

A

M

DP#__

J

T

PB

J

O.C.B.

GENERAL NOTES

A CONTRACTOR SHALL NOT DISRUPT ANY EQUIPMENT OF THE ADVANCED METERING

SYSTEM WITHOUT PROVIDING AN ACTION PLAN TO RESTORE ALL EQUIPMENT WITHIN TEN

(10) CALENDAR DAYS.

B ALL ELECTRICAL SPLICES FOR WIRE SIZES 6 AWG AND LARGER SHALL BE HYDRAULIC

CRIMP TYPE.

C THESE NOTES APPLY EQUALLY TO THE FULL SET OF DOCUMENTS.

D SITE VISIT(S) SHALL BE AS OUTLINED IN PROJECT SPECIFICATIONS.

E ANY ASBESTOS WORK PERFORMED AS PART OF THIS PROJECT SHALL BE COMPLETED

PRIOR TO STARTING ANY OTHER PROJECT SITE WORK.

F THE NOTES AND SYMBOLS SET DOWN ON THESE DRAWINGS ARE FOR THE GUIDANCE OF

ALL TRADES INVOLVED IN THE PROJECT AND MUST BE FOLLOWED TO EXECUTE THE

WORK AS INTENDED.

G THE CONTRACTORS SHALL REFER TO ALL SPECIFICATION SECTIONS, AND ELECTRICAL

DRAWINGS FOR DETAILS OF BUILDING CONSTRUCTION TO ENSURE SPACE AND

SATISFACTORY ARRANGEMENT FOR THEIR WORK.  THE VARIOUS DRAWINGS COMPRISING

THE SET ARE INTERDEPENDENT AND MUST BE USED JOINTLY AT ALL TIMES.  EACH

CONTRACTOR SHOULD REFER TO THE GENERAL REQUIREMENTS OF THE CONTRACT.

THESE NOTES AND SYMBOLS SET DOWN ON THE DRAWINGS ARE FOR THE GUIDANCE OF

ALL TRADES INVOLVED IN THE PROJECT AND MUST BE FOLLOWED TO EXECUTE THE

WORK AS INTENDED.  IF DISCREPANCIES OCCUR, CONTACT THE COTR THRU THE

CONTRACTING OFFICER FOR CLARIFICATION BEFORE PROCEEDING.

H IN ACCORDANCE WITH GENERALLY ACCEPTED CONSTRUCTION PRACTICES, THE

CONTRACTOR WILL BE SOLELY AND COMPLETELY RESPONSIBLE FOR THE CONDITIONS ON

THE JOB SITE, INCLUDING SAFETY OF ALL PERSONS AND PROPERTY DURING

PERFORMANCE OF THE WORK.  THIS WILL APPLY CONTINUOUSLY AND NOT BE LIMITED TO

NORMAL WORKING HOURS.  SEE SPECIFICATIONS FOR MORE SPECIFIC DETAILS ON

RESPONSIBILITIES.

I ALL WORK MUST BE COORDINATED WITH THE CONTRACTING OFFICER'S TECHNICAL

REPRESENTATIVE (COTR) TO MAINTAIN OPERATION OF THE EXISTING FACILITY.

J FIELD VERIFY DIMENSIONAL INFORMATION PRIOR TO ORDERING EQUIPMENT.  DO NOT

SCALE DRAWINGS.

K DIMENSIONS ARE TYPICALLY INDICATED TO THE FINISHED FACE OF WALLS OR PARTITIONS

AND CENTER LINES OF COLUMNS UNLESS OTHERWISE INDICATED.

L TITLES, CAPTIONS, HEADINGS, ETC. ARE INTENDED FOR GENERAL REFERENCE AND ARE

NOT INTENDED TO LIMIT THE WORK REQUIRED IN ANY WAY.

M EACH CONTRACTOR SHALL COORDINATE HIS WORK WITH THE WORK OF OTHERS.  HE

SHALL KEEP HIMSELF INFORMED OF THE PROGRESS AND DETAIL DEVELOPMENT OF THE

WORK OF OTHERS AND SHALL BE RESPONSIBLE FOR COORDINATING AND EXPEDITING HIS

WORK WITH OTHERS SO THAT THE PROGRESS OF THE TOTAL WORK SHALL BE KEPT ON

SCHEDULE.

N ALL WORK SHALL BE PERFORMED IN COMPLETE COMPLIANCE WITH ALL GOVERNING

CODES AND STANDARDS.

O EXISTING CONDITIONS SHOWN HAVE BEEN BASED UPON AVAILABLE DRAWING

INFORMATION AND MAY BE AT VARIANCE WITH ACTUAL WORK IN PLACE.  THE

CONTRACTOR SHALL TAKE ALL NECESSARY FIELD MEASUREMENTS AND FIELD VERIFY ALL

CONDITIONS AFFECTING THE EXECUTION OF THE WORK.  ANY DISCREPANCIES BETWEEN

EXISTING CONDITIONS AND THE WORK SHOWN ON THE CONTRACT DOCUMENTS WHICH

MAY IMPACT THE PROGRESS OF THE WORK SHALL BE BROUGHT TO THE ATTENTION OF

THE CONTRACTING OFFICER IN WRITING FOR RESOLUTION BEFORE PROCEEDING WITH

THE WORK.

P EACH CONTRACTOR AND/OR TRADE FITTING OR PLACING HIS WORK INTO OR ON THE

WORK OF OTHERS DOES SO WITH THE UNDERSTANDING THAT THE INSTALLATION OF HIS

WORK CONSTITUTES HIS ACCEPTANCE OF THE SUITABILITY OF THE WORK IN PLACE.  IF

THE WORK OF OTHERS IS NOT ACCEPTABLE, HE SHALL NOTIFY THE COTR AND SUCH

WORK SHALL BE CORRECTED.  ANY NEW WORK INSTALLED IN UNSUITABLE EXISTING

WORK SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR OR TRADE INSTALLING THE

NEW WORK.  NO CLAIMS FOR ADDITIONAL COMPENSATION FOR CORRECTING WORK

INSTALLED IN UNSUITABLE EXISTING CONDITIONS WILL BE CONSIDERED.

Q ANY STRUCTURAL, MECHANICAL, ELECTRICAL, FIRE PROTECTION, OR PLUMBING

INFORMATION INDICATED ON THE ARCHITECTURAL DRAWINGS IS FOR REFERENCE

PURPOSES ONLY UNLESS OTHERWISE INDICATED.

R ABATEMENT, REMOVAL OR ENCAPSULATION OF EXISTING MATERIALS CONTAINING

ASBESTOS IS NOT INCLUDED IN THE ELECTRICAL CONTRACT.  IF REQUIRED, NECESSARY

WORK OF THIS NATURE WILL BE ARRANGED BY THE VAMC TO BE DONE OUTSIDE OF THIS

CONSTRUCTION PROJECT BY A COMPANY REGULARLY ENGAGED IN ASBESTOS

ABATEMENT.

S IF, IN THE PERFORMANCE OF THE ELECTRICAL WORK, MATERIALS ARE OBSERVED WHICH

ARE SUSPECTED TO CONTAIN ASBESTOS, THE ELECTRICAL CONTRACTOR SHALL

IMMEDIATELY INFORM THE COTR.  WORK THAT WOULD EXPOSE WORKERS TO THE

INHALATION OF ASBESTOS PARTICLES SHALL BE TERMINATED.  WORK MAY BE RESUMED

ONLY AFTER A DETERMINATION HAS BEEN MADE AND UNSAFE MATERIALS HAVE BEEN

REMOVED OR ENCAPSULATED AND THE AREA DECLARED SAFE.

T PROPER PERSONNEL PROTECTION EQUIPMENT SHALL BE WORN PER OSHA AND VA

REQUIREMENTS WITH VAMC COTR AND SAFETY OFFICER.

U FIRESTOPPING ASSEMBLIES SHALL BE PROVIDED AT PENETRATIONS OF CONDUITS AND

OTHER ELECTRICAL ITEMS THRU FIRE RATED FLOORS, FIRE RATED WALLS AND

PARTITIONS AND FIRE RATED SHAFT WALLS AND PARTITIONS.  ALL PENETRATIONS

THROUGH 0-HOUR RATED WALLS SHALL BE CAULKED SMOKE-TIGHT.  REFER TO

SPECIFICATION SECTION 07 84 00.

V REMOVE EXISTING ELECTRICAL SYSTEMS IN BUILDINGS WHICH ARE MADE SUPERFLUOUS

WHEN NEW SYSTEMS ARE INSTALLED INCLUDING ALL ASSOCIATED WIRING AND DEVICES.

PROVIDE BLANK STAINLESS STEEL COVERPLATES PROPERLY SIZED FOR EXISTING

BACKBOX AND WALL OPENING FOR ALL RECESSED WALL MOUNTED DEVICES REMOVED.

ALL  ABANDON RACEWAY, CONDUIT AND BOXES SHALL BE REMOVED.

W EMCS/EPSS SYSTEM SHALL BE MANUFACTURED BY SCHNEIDER ELECTRIC. CONTACT MR.

DALLIS MARSH AT (419) 902-1799.

X REFER TO SPECIFICATION SECTION 01 00 00 GENERAL REQUIREMENTS FOR STATEMENT

OF BID ITEM(S) AND DEDUCTIVE ALTERNATES.

SYMBOLS

JASMSG



C

18ES101

A

18E501

B

18ES101

D

18E501

20 GAGE STEEL FINISHED INSIDE AND OUTSIDE WITH

BAKED WHITE ENAMEL AND WIRE GUARD.

20 GAGE STEEL WITH WHITE ENAMEL FINISH INSIDE

AND OUT.  APERTURED FOR 10% UPLIGHT.

20 GAGE STEEL FINISHED TO MATCH CHANNEL.

TURRET TYPE.

TWO 32, T8 RAPID START 4100K FLUORESCENT, MIN 84 CRI.

MOUNTING:  SURFACE OR CHAIN HUNG AT 7'-6" AFF.

LAMPHOLDER:

LAMP:

CHANNEL:

END CAPS:

REFLECTOR:

BALLAST:   TWO LAMP, HPF, ELECTRONIC TYPE AS SPECIFIED,

UNIVERSAL VOLTAGE (277V/120V)

CHAIN HUNG INDUSTRIAL FIXTURE.

FLUORESCENT INDUSTRIAL FIXTURE

F-7

E

E

18ES101
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